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 STA=1018+80.35 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-65 
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 STA=1024+61.23 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-60 
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 STA=1029+23.47 
 5' WEST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-70 
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 STA=1034+89.64 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-70 
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 STA=1040+63.56 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-70 

 195 
 STA=1046+53.37 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-65 
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 STA=1052+43.31 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-65 

 197 
 STA=1058+27.34 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-65 
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 STA=1064+27.51 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-65 

 199 
 STA=1069+06.93 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-60 

 200 
 STA=1073+91.25 
 5' EAST OF EXIST STR 
 ARRANGEMENT A 
 2 DF-1-65 
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  166 - 247, RULING SPAN 541 (FT), TENSION 2254 (LBS) AT 60 (DEG F) INITIAL, DISPLAYED 60 DEG F INITIAL 2254 (LBS) 
  166 - 247, RULING SPAN 541 (FT), TENSION 1440 (LBS) AT 60 (DEG F) INITIAL, DISPLAYED 60 DEG F INITIAL 1440 (LBS) 
  178 - 247, RULING SPAN 545 (FT), TENSION 4998 (LBS) AT 60 (DEG F) INITIAL, DISPLAYED 212 DEG F MAX SAG FE 


